
CRETE PUBLIC LIBRARY AND COMMUNITY CENTER

CITY COUNCIL   10.18.16



Circ Visits

2004-2005 59,077 41,184

2014-2015 97,946 70036
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Comp. Use Wireless Use

2004-2005 5,980 7,428 0

2014-2015 6,697 7036 50960
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LIBRARY USE  | Past and present



LIBRARY USE  | Future growth



Á Basement is too cold during the winter for 

public use, including use for childrenës 

programs and community meetings;  

investigation by professionals reported that 

there is NO ECONOMICAL OR FEASIBLE 

SOLUTION TO REPAIR THE HEATING AND 

COOLING SYSTEMS

Á The east side of the building is SETTLING , 

and pulling away from the original Carnegie 

building; this has CONTINUALLY

WORSENED over the past several years

Á During the past three years, major 

expenditures for building maintenance 

have included work on masonry, chimney, 

scupper, and roof repair; there is a 

PENDING NEED FOR ADDITIONAL ROOF 

REPAIR over the Nebraska room

Á Parking is inadequate for residents

GENERAL BUILDING  | Current issues

Á The existing construction of the two story 

library CANNOT BE RECONFIGURED TO 

MEET THE REQUIREMENTS for security, after 

hours use, ADA compliance and growth 

requirements 

Á Steps at entrances poor for elderly / disabled

Á SECURITY CONCERNS with children



Á Mechanical, Electrical and Plumbing 

Systems in need of replacement

Á Perception

CITY HOSPITAL  | Current issues

Á Tight Column Spacing

Á No opportunities for 

open, flexible space

Á Low Floor to Floor height (10ë)

Á Building Envelope in need of 

upgrades:

Á Roof

Á Windows & Doors

Á Insulation at Exterior 

Walls



Library 15,426 square feet 

Community Room  2,600 square feet

Storm Shelter 1,875 square feet

TOTAL 19,901 square feet

REDUCTION  (6,320 square feet)

PROPOSED PROGRAM
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